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KEY NOTES
1. 7400, TABLE MOUNTED SPOTLIGHT, MAY BE USED IN PLACE OF M7401, STAND MOUNTED

MOBILE SPOTLIGHT.

2. MOUNT 1-A5145, HOOK, AT 1372 [4'=6"] AFF AND 1-A5145 AT 1524 [5'-0"] AFF.

3. PB710, PLUMBING WALL BOX WITH COLD AND HOT WATER AND DRAIN IS OPTIONAL. PROVIDE
COVER FOR LOCATIONS WITHOUT SINK/COUNTER UNIT.

4. CUSTOM BUILT MOVEABLE SINK/COUNTER UNIT.

5. COORDINATE LOCATION OF M1620, PATIENT CHART HOLDER, AND ROOM SIGNAGE.

B. MOUNT A5145, HOOK, AT 1372 [4'-6"] AF.F.
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